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NEW WORK KEYED NOTES:

(THIS DRAWING ONLY)

CONNECT TO EXISTING STANDPIPE AND ZONE VALVE AND ROUTE SUPPLY
MAIN FOR COVERAGE IN ACCORDANCE WITH NFPA 13.

CONNECT TO EXISTING 6" STANDPIPE AND EXTEND TO THIRD FLOOR. FIRE
HOSE CONNECTION SHALL BE INSTALLED IN ACCORDANCE WITH NFPA 14.

@ INSTALL PENDENT SPRINKLER HEADS IN ACCORDANCE WITH NFPA 13.
ROOMS WITH GYPSUM BOARD CEILINGS HEADS SHALL BE EVENLY SPACED
AND COORDINATED WITH OTHER CEILING EQUIPMENT, ROOMS WITH
ACOUSTICAL TILE CEILINGS HEADS SHALL BE INSTALLED IN THE CENTER
OF CEILING TILE.

INSTALL UPRIGHT SPRINKLER HEADS IN ACCORDANCE WITH NFPA 13 IN
ROOMS WITH NO CEILINGS.
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@ @ THIRD FLOOR PLAN — FIRE PROTECTION
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